
NOTES: 
1. ALL ELECTRICAL DEVICES, FIXTURES, EQUIPMENT AND FEEDERS SHALL BE INSTALLED IN 

ACCORDANCE WITH THE PROJECT SPECIFICATIONS, THE MANUFACTURER’S RECOMMENDED 
INSTALLATION PROCEDURES, ALL APPLICABLE LOCAL AND STATE CODES, AND WITH THE LATEST 
EDITION OF THE NATIONAL ELECTRICAL CODE. 

2. ALL EQUIPMENT SHALL BE NEMA 3R. 
3. THE TWO METER SOCKETS AND THE DISCONNECT SHALL BE RATED FOR 200 AMPS. 
4. SERVICE EQUIPMENT SHALL BE MARK RATED FOR SERVICE EQUIPMENT. 
5. TROUGH SHALL BE MINIMUM OF 6” X 6” X 24” AND SHEET METAL. 
6. ALL TERMINALS SHALL BE RATED FOR 75 DEGREES C. 
7. ALL MEMBER OWNED EQUIPMENT SHALL BE MAINTAINED BY THE MEMBER. 

 


